Establishment Name

Insp. Type

Insp. Date

Fail?

Rule Cited

Description of Violation

Severity

BAPTIST PARK CAMP (POOL)

REGULAR

2019-07-10

No

3.A3

Routine operating procedures not
Bosted and/or available for viewing
y the Department.

6.G.1

Valves not tagged with metal or rigid
plastic tags.

3.G.2

Appropriate test kit, DPD or FAS-
DPD not provided, test kit not
capable of testing for free and
combined chlorine, pH, total
alkalinity, calcium hardness and
when used, cyanuric acid, reagents
are over one year old and/or
prohibited OTO kits and/or test strips
are being used.

3.G.1

Sanitizer residual and pH not
recorded three times a day, one
manual test not conducted, proper
records of maintenance and
chemicals added not maintained
and/or recorded once per day, total
alkalinity, calcium hardness, and
cyanuric acid (if used) not being
tested for and recorded once per
week, water chemistry records not
retained for 1 year and/or the water
chemistry records not available.

3.A5

Chemical storage areas not locked at
all times.

5.B.1

Pool data sheet not posted and/or
does not contain required
information.

BAPTIST PARK CAMP (POOL)

REGULAR

2021-07-06

No

3.A4

Manufacturers instructions not
available.

3.G.1

Sanitizer residual and pH not
recorded three times a day, one
manual test not conducted, proper
records of maintenance and
chemicals added not maintained
and/or recorded once per day, total
alkalinity, calcium hardness, and
cyanuric acid (if used) not being
tested for and recorded once per
week, water chemistry records not
retained for 1 year and/or the water
chemistry records not available.

6.E.3

Main drains in pools existing or under
construction at the time of the
effective date of these rules disabled,
pool or spa without a main drain
constructed after the effective date of
these rules unable to show proof of
proper filtered and sanitized water
and/or pools with main drains as part
of the plans do not have two main
drains separated by 3 feet on center.

5.D.2

Goggles and other miscellaneous
items furnished by management are
not being sanitized after each usage.




