
Establishment Name Insp. Type Insp. Date Fail? Rule Cited Description of Violation Severity

ACADIA HOTEL REGULAR 2019-05-09 No No Violations

ACADIA HOTEL (POOL) REGULAR 2021-11-30 Yes 4.C.1
Pedestrian access gate not self-
closing, self-latching, opening 
outward, or can not accommodate a 
lock.

C

4.C.2.a No means to secure non-pedestrian 
gate. N

4.A Inadequate barrier. C

3.C.3 pH not correct. C

6.D.4

Location of the nearest telephone not 
posted with dialing instructions in the 
immediate vicinity of the public pool 
or spa and/or the telephone does not 
have posted names and numbers of 
the nearest available police, fire, 
ambulance service and/or rescue 
unit.

C

ACADIA HOTEL (SPA) FOLLOW_UP_
FULL 2022-03-22 No 3.G.2

Appropriate test kit, DPD or FAS-
DPD not provided, test kit not 
capable of testing for free and 
combined chlorine, pH, total 
alkalinity, calcium hardness and 
when used, cyanuric acid, reagents 
are over one year old and/or 
prohibited OTO kits and/or test strips 
are being used.

C

ACADIA HOTEL (SPA) FOLLOW_UP_
FULL 2022-03-23 No No Violations


