Establishment Name Insp. Type Insp. Date Fail? Rule Cited Description of Violation Severity
S N DRSS QMMINITY | REGULAR 2018-09-12 No 3-501.13 Improper thawing. N
PISCATAQUIS COMMUNITY Hand washing facility not properly
SECONDARY SCHOOL REGULAR 2019-11-18 No 5-202.12 equipped/installed with hot water of N
at least 100 F.
5-202.13 Air gap required. C
6-501.11 The physical facilities are in disrepair. | N
PISCONEQUIS COMMUNITY 1 REGULAR 2022-04-08 No 4-501.11 Equipment in disrepair. N
Pressure measuring device that
displays the pressure in the water
4-203.13 supply line for the fresh hot water N
’ sanitizing rinse is not accurate to
code or within the range indicated on
the manufacturer's data plate.
Backflow prevention device not
5-203.14 installed when required. c
6-501.11 The physical facilities are in disrepair. | N
PISCATAQUIS COMMUNITY Backflow prevention device not
SECONDARY SCHOOL AEELAR 2023-03-29 e &2kl installed when required. c
PIECA G S ERLIMNINT | peeinar 2024-03-13 No No Violations

SECONDARY SCHOOL




